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CIRCUIT IS DRAWN FOR A VALVE IN THE FULLY CLOSED POSITION
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CONTROL SIGNAL THRESHOLD VOLTAGES

MINIMUM CONTROL SIGNAL 300mS.
MAXIMUM 'OFF' 6V.

MAX EXTERNAL LOAD ON TERMINALS
4 & 5 TO BE 3W
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FOR TYPICAL REMOTE CONTROL
INDICATING,MONITORING AND ALARM

WIRES ARE IDENTIFIED AT EACH END
BY TERMINAL No. OR BY WIRE No.
SHOWN

O - OPEN
FS1 150mA ANTI-SURGE

C - CLOSE
C1 & C2 - CONTACTOR COILS.

T/LS - TORQUE/LIMITSWITCH
OAS1/CAS1 - AUXILIARY LIMIT SWITCH
MAKE CONTACT AT END OF TRAVEL

OAS1/CAS2 - AUXILIARY LIMIT SWITCH
BREAK CONTACT AT END OF TRAVEL

E.S.D. CONTROL SIGNAL VOLTAGE MUST
BE EQUAL TO OR GREATER THAN ALL
OTHER CONTROL SIGNAL VOLTAGES.
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